
Production serial numbers:
GVN101675 to GVN102718 

MODEL : AOU15RLQ

Follow the Below InstructionsSOLUTION

Terminal Block - Factory Side Cross-WiredPROBLEM

SERVICE BULLETIN
Number:0019
Date: 2/8/2010
Type: Field
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Ph: 973-575-0381 Fx: 973-836-0449
Em: ServiceHVAC@fujitsugeneral.com

Incorrect Wiring Order Correct Wiring Order

During sample testing, at the Manufacturing Facility, it was found that 
some units may be incorrectly wired on the factory side of the terminal 
block.  This condition will result in a 2 times Timer blinking error code at 
the evaporator during new installation.  If the field wiring are correct 
follow these directions and correct wiring at the factory side before 
continuing installation. Correct wiring patter is White, Black and Red 
from left to right.
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